
GATED WYE, LDH
Task Force Tips model #AL27P3P0 manually operated lightweight aluminum gated wye valve shall be provided. The two valves shall be controlled with NFPA compliant slow-close hand wheel gear operators. Position indicators shall be provided to allow for quick visualization of the status of the valves in the open, closed or partial positions. For maximum corrosion protection the aluminum casting shall be hardcoat anodized, with a powder coat internal and external finish and the valve balls shall be stainless steel. A 3/4" bleeder/drain valve shall be installed.
The connections shall be: 4" NH rigid male inlet and two (2) 4” NH female full-time swivel rocker lug outlets and include polymer bearing strips for prevention of galvanic corrosion. The Storz coupling shall be easily configurable from swivel to rigid The unit shall have a unique serial number and be covered by a five-year warranty.

